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12" CMU WALL

#5 @ 16" O.C. IN
GROUTED CELLS

JOINT REINFORCING @
16" O.C. VERTICALLY

SEE 4/S-302 FOR
MASONRY ATTACHMENT
TO STRUCTURE

EXTERIOR FACE
OF BUILDING

SEE ARCH.

3'
 - 

4"

8" CMU W/
#5 @ 24" O.C.

E

SHEAR WALL, SEE PLAN
AND ELEVATIONS

DOWELS TO MATCH
VERT. WALL REINF.

STRUCTURAL SLAB,
SEE PLAN

#5 @ 12"

3'-0"

4'-0"

CONT. 2x4 KEYWAY

LA
P

 S
P

LI
C

E

1' - 0"

EXTERIOR FACE
OF BUILDING

T/SLAB EL. 18'-0"

S
E

E
 S

C
H

E
D

U
LE

, T
Y

P
.

LA
P

 S
P

LI
C

E

17

STRUCTURAL SLAB

BEAM,
SEE SCHEDULE

EXTERIOR FACE
OF BUILDING

1' - 0" 2' - 0"

T/SLAB EL. 18'-0"

LIGHT GAGE DESIGN
BY SPECIALTY ENGINEER

ALLOW FOR
2" DEFLECTION

EMBED ANGLE
SEE DET. C/S-311
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#4 @ 12" O.C.

L5X5X5/16 CONT
W/1/2" DIA X6" LONG
HEADED STUDS @
12" O.C.

2#4 CONT

VARIES - SEE PLAN

SEE BEAM SCHEDULE
FOR REINFORCING

SEE 4/S-306 FOR
REINFORCING AT
OPENINGS

02-SECOND FLOOR
EL.  16' - 0"
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SEE ARCH
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SPLICE BARS,
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.ONE BAR
DIAMETER
CLR.

02-SECOND FLOOR
EL.  16' - 0"

C

TOP OF SLAB

EL 18'-0"

CURTAIN WALL
DESIGN BY MANUFACTURER

10" 10"
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 - 

6"

6" CONC. CURB
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#4 @ 12" O.C.
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STRUCTURAL SLAB

BEAM, SEE
SCHEDULE
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FLOOR SLAB
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1
/8

" 
=

 1
'

1
2

3
0

3
" 

=
 1

'

0
1

01
 1

/2
" 

=
 1

'
1
" 

=
 1

'

3
0

0
3

3
/4

" 
=

 1
'

1
/2

" 
=

 1
'

3
0

3
/8

" 
=

 1
'

3
0

1
1
2

1
/4

" 
=

 1
'

1
6

2
4

0
3

6
1

6
1

6
1

6
1

3
1

ILR,GPP,LNI, HEM

SCALE

ESHQ RISK LEVEL

FILENAME:

DWN. BY REV'D BY JOB NO. DWG. NO.

APP'D. BY BLDG. NO.

JOB TITLE

DATE ACCT. NO. SHEET    OF

DWG. TITLE

JOB NO. SHEET NO REVISION DATE DWN. APP'D. QA

INTERDISCIPLINARY
SCIENCE BUILDING

079872

UPTON, NEW YORK 11973

PLANT ENGINEERING DIVISION

UNITED STATES DEPARTMENT OF ENERGY
UNDER CONTRACT WITH

1101 King Street | Suite 400 | Alexandria, Virginia  22314−2944 | 703.518.8500

IT IS A VIOLATION OF LAW FOR ANY PERSON TO
ALTER THESE DOCUMENTS IN ANY WAY UNLESS
ACTING UNDER THE DIRECTION OF A LICENSED
PROFESSIONAL ENGINEER OR LICENSED
ARCHITECT.

ISSUE FOR BID 04/09/10

As indicated

C:\rvt\079872S-612010-jfarrar.rvt

6/1/2010 11:46:42 AM

CONCRETE SECTIONS
AND DETAILS

S-310

04/09/10

S-310

Approver

079872CheckerAuthor

 3/4" = 1'-0"
7

SECTION

 3/4" = 1'-0"
3

SECTION
 3/4" = 1'-0"

2
SECTION

 3/4" = 1'-0"
1

SECTION

 3/4" = 1'-0"
8

SECTION

 3/4" = 1'-0"
5

SECTION
 3/4" = 1'-0"

6
SECTION

 3/4" = 1'-0"
4

SECTION

 3/4" = 1'-0"
9

TYPICAL CURB AT MECHANICAL SHAFTS
 3/4" = 1'-0"

10
SECTION

 3/4" = 1'-0"
11

SECTION
 3/4" = 1'-0"

12
SECTION

 3/4" = 1'-0"
13

SECTION
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